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ABSTRACT: 
 
On December 7, 1995 at 2235 hours with Unit 1 in Mode 1 at approximately 
32 percent Rated Thermal Power, while reducing power from 71 percent to 7 
percent to remove the Turbine-Generator from service for repairs to the 
Main Transformer and Electro-Hydraulic Control System, the Unit 1 reactor 
was manually tripped due to increasing vibrations on the Main Turbine. 
The reactor trip was ordered as a conservative measure by the Unit 
Supervisor to prevent possible damage to the turbine. 
 
This event is reportable under 10CFR50.73(a)(2)(iv), as an event that 
resulted in manual actuation of the reactor protection system. The 
appropriate prompt notification was made under 10CFR50.72. 
 
The increased sensitivity of the Main Turbine to steam temperature 
changes after installation of the new Monoblock rotor was not fully 



understood. The increased sensitivity of the machine resulted in the 
elevated vibration levels. To prevent a recurrence, the appropriate 
procedures have been revised to minimize thermal transients. 
 
All safety systems operated normally in response to the trip signal. The 
event had no actual or potential adverse impact on the health and safety 
of the public. 
 
END OF ABSTRACT 
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Conditions Prior to Occurrence: 
 
Unit 1 in Mode 1, Power Operation, at approximately 32 percent Rated 
Thermal Power. 
 
Description of Event: 
 
On December 7, 1995 at 2235 hours with Unit 1 in Mode 1 at approximately 
32 percent rated thermal power, the Unit 1 reactor was manually tripped 
due to increasing vibration on the Main Turbine. Power was being reduced 
from 71 percent to 7 percent to remove the Turbine-Generator from service 
for repairs to the Main Transformer and Electro-Hydraulic Control System. 
At approximately 49 percent power and coincident with the removal, by 
procedure, of the Moisture Separator Reheater (MSR) steam supplies, the 
Main Turbine Bearing No. 5 vibrations started to increase. Attempts to 
reduce vibrations by changing oil temperatures, MSR steam pressure, and 
turbine load were unsuccessful. When the No. 5 Bearing right side 
vibration reached 13 mils, and the left side vibration at 7 mils and 
increasing, a reactor trip was ordered by the Unit Supervisor to prevent 
possible equipment damage. 
 
The MSRs are used to remove water from the high pressure turbine exhaust 
steam and to reheat the dried steam prior to use in the low pressure 
turbine. Reheating of the turbine exhaust steam is accomplished using 
main steam, supplied from the Turbine Bypass Header to coils in the MSRs. 
Condensed steam from the MSR steam coils is collected and drained to 
Reheater Coil Drain Tanks (RCDTs). A level is typically maintained in 
the RCDTs using level control valves in the RCDT drains. During power 
reductions when the plant is to be operated at less than 15% power for an 
extended period of time, the MSRs are removed from service by isolating 
the steam supply from the Turbine Bypass Header. High pressure turbine 
exhaust steam continues to pass through the MSRs during these periods. 
 
On December 7, 1995, while removing the MSRs from service, the Main 



Turbine No. 5 Bearing vibrations began increasing. During this 
evolution, RCDT high and low alarms were received, and the unit 
supervisor directed opening of the RCDT level control valves to reduce 
the level in these tanks. High vibration alarms were then received for 
the No. 5 Bearing. Attempts were made to reduce the high vibrations by 
changing lube oil temperature and reducing the Main Turbine loading. In 
addition, direction was given to reestablish levels in the RCDTs to 
determine if these actions would improve the situation. When the No. 5 
Bearing vibrations reached 13 mils, the unit wa 
tripped prior to any 
level being restored in the RCDTs. 
 
Cause of Event: 
 
The increased sensitivity of the Main Turbine to steam temperature 
changes after installation of the new Monoblock rotor was not fully 
understood. The Low Pressure Turbine 'B' rotor was replaced with a Mono 
block rotor during the Unit 1 1995 refueling outage. The new type of 
rotor is much more sensitive to rapid steam temperature changes than the 
previous rotor because of tighter clearances within the turbine assembly. 
 
During the power reduction on December 7, 1995, the RCDT level control 
valves were opened in accordance with procedure to reduce RCDT level, 
causing a drop in Reheater coil pressure. It was determined that a 30 
degrees F reheat steam temperature decrease occurred within 1 to 2 
minutes following the large decrease in coil pressure. The high 
vibrations were caused by the rapid reheat steam temperature decrease. 
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Analysis of Events: 
 
This event is reportable under 10CFR50.73(a)(2)(Iv) as an event that 
resulted in manual actuation of the reactor protection system. 
 
The manual reactor trip was initiated due to high vibrations detected on 
the No. 5 Bearing located on the Unit 1 Main Turbine. Protection for the 
main turbine from excessive vibration is provided by the bearing 
vibration detection system. An automatic turbine trip occurs if 
vibrations exceed 12 mils on both the right side and left side vibration 
monitors for a particular Main Turbine bearing. Different vibration 
indications between the right and left sides of the bearing are expected. 
The higher vibration generated by the right side are a normal phenomenon 
due to the inherent characteristics of the rotation of the main turbine 
shaft in association with the bearing. 
 



At the time the reactor was tripped, the right side vibration indication 
for the No.5 Bearing indicated 13 mils and the left side vibration 
indication was noted at 7 mils and increasing. It was presumed that the 
left side vibrations would shortly increase to 12 mils. Therefore, a 
manual reactor trip was ordered by the Unit Supervisor to prevent 
possible equipment damage. As a result, the turbine had not yet reached 
its trip setpoint, and the manual reactor trip was conservative in the 
direction of protecting the turbine. 
 
All shutdown systems and components operated properly, and no equipment 
damage was caused by the high vibrations or the manual trip. Since all 
systems and components operated properly during the trip, and the trip 
was conservatively initiated, there was no adverse safety consequences in 
the event. This event had no actual or potential adverse impact on the 
health and safety of the public. 
 
Corrective Action: 
 
The procedure used for removing the MSRs from service was revised to 
direct the Operators to take positive actions to eliminate the RCDT 
fluctuations which occurred during this event. The procedure was also 
changed to minimize RCDT fluctuations which may occur while placing the 
MSRs in service. These changes now require operator action to take 
manual control within these tanks. By making manual level control the 
norm instead of a contingency, pressure changes in the MSR coils can be 
more positively controlled. 
 
The revised procedure has since been successfully used to both place the 
MSRs in service and remove them from service. 
 
Failed Component Identification: 
 
None 
 
Previous Similar Events: 
 
None identified 
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